CONSTRUCTION NOTES:

RELOCATE EXISTING T—STAT CONTROLLING CHAPEL SYSTEM FROM ORGAN ROOM ON
SECOND FLOOR TO LIBRARY ON FIRST FLOOR AS SHOWN. PROVIDE NEW REMOTE
TEMPERATURE SENSOR IN CHAPEL AS INDICATED. REFER TO SECOND FLOOR
DRAWINGS FOR EXISTING T—STAT LOCATION.
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2. RELOCATE EXISTING RETURN AIR GRILLE AS INDICATED.
3. ROUTE 10x14 ELEVATOR ROOM EXHAUST DUCT UP THROUGH SECOND FLOOR TO
ROOF TO EF—101. INTERNALLY INSULATE FULL LENGTH. PROVIDE FIRE DAMPERS AT
SECOND FLOOR AND ROOF PENETRATIONS.
4. ROUTE 6x6 DUCT UP TO 10x6 EXHAUST DUCT ON SECOND FLOOR. SEE DRAWING
M—2 FOR CONTINUATION. PROVIDE FIRE DAMPER AT FLOOR PENETRATION.
5. RISE DUCT UP INTO CEILING SPACE AND ROUTE BETWEEN JOISTS. PROVIDE FIRE
DAMPER AT DUCT PENETRATIONS AND FIRE STOP FLAPS C/W FIRE BLANKETS AT
DIFFUSER PENETRATIONS.
6. ROUTE RETURN DUCT BELOW STAIRS AS SHOWN. INTERNALLY INSULATE FULL ] J u
LENGTH. 5
7. ROUTE EXHAUST DUCT BELOW STAIRS AND TO THE VERTICAL CHASE AS SHOWN.
8. EXISTING DUCT AND MANUAL DAMPERS FOR BELOW SLAB AIR DISTRIBUTION, REFER
TO DEMOLITION DRAWINGS FOR EXTENT OF SYSTEM TO REMAIN.
9. EXISTING RISERS UP TO EXISTING 15 TON ROOFTOP UNIT. — " " —
10. PROVIDE 26x6 SLEEVE FROM BULKHEAD TO THE NEW RETURN AIR GRILLE AS
INDICATED. TERMINATE RETURN AIR GRILLE ON WALL. < N >
11. PROVIDE MIN. 12x8 OPENING BETWEEN THE BULKHEAD IN HALLWAY 102 AND THE a
CEILING SPACE OF HALLWAY 105. e /-—EX.
| | FD FD i |
12. REFER TO TRANSFER DUCT DETAIL ON DRAWING M—5 = e d X ‘ -3 € ¢ o K +
13. PROVIDE NEW FIRE DAMPER IN EXISTING DUCT AS INDICATED. /
14, REMOVE ALL DUCT WORK AND RELATED COMPONENTS WITHIN THE DASHED LINES TO " .
ACCOMMODATE INSTALLATION OF SHEATHING TO THE UNDERSIDE OF THE FLOOR TIE lNOT}%lsE(l)NciT?orﬁ ATT'EH:QTEO(E:'TS'T'N 8¢
ASSEMBLY ABOVE. REPLACE ALL ONCE SHEATHING IS COMPLETE. COORDINATE WITH /W NEW FIRE DAMPER C/W NEW FIRE DAMPER
GENERAL CONTRACTOR ON SITE. ' Hy
15. REMOVE EXISTING DIFFUSER AND SUPPLY NEW AS INDICATED COMPLETE WITH FIRE
BLANKET AND FIRE STOP FLAP. O
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